
50 % COST SAVING BY USING THE CORRECT FILTERS
Fans in room air conditioning systems (AHU systems) require electrical energy, not least to overcome the flow resistance of
integrated particulate air filters. It should be possible to save energy by using energy-efficient filters which offer less
resistance than standard filters. Or that's the theory. To verify this in practice, TROX carried out a yearlong test to measure
and compare.  

F7 pocket filters were tested in two virtually identical large AHU systems in a production building of a manufacturer of films
and industrial adhesive tapes. One system was operated with standard synthetic filters (melt-blown), while the second
system was fitted with TROX NanoWave® filters. The flow resistance of the filters in each system was measured at weekly
intervals. The volume flow rates were 34,400 m3/h and 32,300 m3/h, respectively, so the systems were comparable. The
running time of each plant was 8,760 h/a (cf. Table 1). The plant location has atmospheric outdoor air with normal levels of
contaminants.  

The contamination of the outdoor air is affected by the geographical situation. The close surroundings include both natural
sources of contaminants, such as woodland and arable land, and anthropogenous sources, such as commercial and
industrial sites, motorways and urban areas.

Therefore, alongside the emissions produced by the production facility itself, a classification of AUL 2 (“contaminated" as
defined in VDI 3803 or “dust and gases" as defined in VDI 6022) or ODA 2 (“high concentration of dust or fine dust and/or
gaseous pollutants" as defined in EN 13779) can be assumed.  

Table 1: Comparison of West and East test systems

NanoWave® filter Synthetic filter (melt-blown)
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First, the cost of acquisition was determined for the two filter sets. Here, the price of the NanoWave® set was considerably

higher than the price of the filter set made from synthetic material (melt-blown). This meant additional initial costs of around

50%.

The test began at the start of September 2015 with a first comparative measurement. At that point, the resistance of the
standard filter, at 107 Pa, was already well above that of the NanoWave® filter, at 52 Pa. It was to be expected that the
resistance in both systems would increase the longer the filters were in service. A total of 51 measurements was carried out.
After half the running time, the values were 150 Pa for the standard filter compared to 61 Pa for the NanoWave® variant. This
already indicated a considerable energy saving.

The final measurements at the end of the test showed clear differences: the NanoWave® filter (76 Pa) exhibited a differential
pressure of just under 60% compared to the standard filter (180 Pa); the average differential pressure over the running time
was 146.9 Pa for the standard filter and just 61.8 Pa for the NanoWave® (cf. Fig. 1). 

Fig. 1: Graph showing all recorded measurement data

It was now necessary to determine how much energy had been required by each system to overcome the
differential pressure – or, to put it differently, to pass air through the filters. Using a formula which
interrelates volume flow rate, operating time and fan efficiency, it is possible to calculate the energy
requirement for every cubic metre of air moved. The result: over the running time, the NanoWave® pocket
filter required around 0.3 kWh/a for each m3/h of operating volume flow rate. The synthetic filter consumed
0.71 kWh/a. This means that the TROX NanoWave® filter is around 58% more efficient.

Depending on the specific price of electricity, the energy costs for the systems could differ by a four-digit
figure. The cost of materials as a proportion of the energy costs within the overall budget is so low that the

STRONA GŁÓWNA > Produkty > FILTRY I WKŁADY FILTRACYJNE > 50 % COST SAVING BY USING THE CORRECT FILTERS

https://www.trox-bsh.pl/
https://www.trox-bsh.pl/
https://www.trox-bsh.pl/produkty-6f56a7847129e761
https://www.trox-bsh.pl/produkty/filtry-i-wk%25C5%2582ady-filtracyjne-1d82f11f8fe64e70
https://www.trox-bsh.pl/filtry-i-wk%25C5%2582ady-filtracyjne/50-%2525-cost-saving-by-using-the-correct-filters-086a8cdf72844185
file:///
https://www.trox-bsh.pl/kontakt-93a6f054818b30a6
https://www.trox-bsh.pl/side-services/dane-firmy-23d570fb0f73b779
https://www.trox-bsh.pl/side-services/og%25C3%25B3lne-warunki-sprzeda%25C5%25BCy-i-gwarancji%25C2%25A0obowi%25C4%2585zuj%25C4%2585ce-przy-umowach-sprzeda%25C5%25BCy-i-umowach-ramowych-zawieranych-przez-trox-bsh-technik-polska-sp-z-o-o-z-siedzib%25C4%2585-ul-kolejowa-13-stara-iwiczna-05-500-piaseczno-od-dnia-01-10-2019-ab244bc5ac2310c6
https://www.trox-bsh.pl/side-services/declaration-regarding-the-handling-of-personal-data-(privacy)-c48bec5e64c5b4d2
https://www.trox-bsh.pl/side-services/disclaimer-75e51e2f4e6761f6


costs for fitting this comparative system with TROX NanoWave® filters instead of synthetic pocket filters
(melt-blown) were 51% lower.

Fig. 2: Cost comparison: primary energy consumption and cost of acquisition (investment) for filters

If the fact that the NanoWave® filters have a longer service life than conventional filters is also taken into
account, this difference is even greater.

Cost differences between filters of different energy efficiency classes can be calculated very easily using
the LCC energy cost calculator for filters www.trox.de/lcc by entering the volume flow rate of an AHU
system. The result shows you the annual energy costs in euros per energy efficiency class.

Influencing criteria for the power consumption and energy efficiency class of filters are, for example, the
individual average annual dust pollution, the plant operating time and thus the loading duration of filters
and the effective utilisation of installed filter areas.
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